Phase 4 — 2
Guidelines for Project Acceptance

GUIDELINES FOR

GOVERNMENT PROJECT ACCEPTANCE PROCESS
DOE Super ESPC Projects
Goal:    To define a process between the Regions and ESCOs (Contractors) that generally outlines the how’s, where’s and why’s of official Government project acceptance for a DOE Super ESPC Delivery Order so that we convey a consistent understanding of the process.

Background:  In the process of working with Federal agencies and Contractors on the mechanics of accepting DO projects, a general procedure has been developed.  There have been various interpretations of and approaches to the acceptance process.  The guidelines will outline a consistent approach to project acceptance while still allowing for flexibility and variations.  The language in all the IDIQ contracts that pertains to inspection and acceptance criteria, the 30-day performance period, and when payments start is very similar (sample language attached).  The language in each contract should be interpreted in as consistent a manner as possible in accordance with these guidelines.

Acceptance Process:

ECM Installation:  All ECMs are installed in accordance with plans, specifications, standards, and other contract documents  (sometimes by the Contractor, often by a subcontractor and always over a period of months).  


Inspection, start-up, testing and commissioning.  All ECMs are inspected, brought on line, tested, and commissioned interactively with all related Government-owned or Contractor-installed ECMs.  Again the ECMs should be operating in accordance with the design,  plans, specifications, standards and other contract documents and manufacturer’s recommendations.  Individual ECMs may go through start-up and testing, but all interrelated ECMs must be installed prior to commissioning.  The Contractor should be involved in the final inspection and commissioning process along with their subcontractors.   The TR should accompany the Contractor on these inspections.

Note: An agency may have more rigorous test and acceptance procedures defined in the Delivery Order.


Punch list generation.  A punch list is generated during inspection to document items needing fixing or deficiencies, and punch list items are corrected.

Note:    Individual ECMs may be signed off on by the TR as they are installed, but “Sign-off” by a TR doesn’t constitute official Government acceptance of the ECM or the project.  It acknowledges completion of the installation of that ECM and perhaps activates the warranty.  Agencies should use due diligence prior to signing off on individual ECMs as the 30-day performance period usually hasn’t yet occurred. 

30-day Performance Period.   Upon completion of the above items for the last installed ECM, the Contractor writes a letter to the ACO asking for the 30-day performance period to begin (assuming all significant punch list items have been corrected).  Other discrepancies may appear during this period.  The Contractor should have them all corrected by the end of the 30-day period.  If the discrepancy has the potential to reappear or if another 30-day period is warranted because of the criticality of the ECM, the ACO has the right to ask for continuation of the performance period. 

Note:  Even if individual ECMs have been operating successfully after installation for several weeks or months, all ECMs are included in this “official” 30-day performance period. 

Final submittals.

Operation and maintenance manuals are provided.


Operation and maintenance training is provided.


Spare parts are provided or spare parts lists are provided.


As built drawings are provided.


Utility rebate inspections and paperwork is approved and submitted.

Note:  All this can happen during the 30-day performance period or as individual ECMs are installed.  Punch list items that do not relate to system and equipment performance are often handled during this period also. 

Measurement and Verification.  M&V post-installation measurements are taken and M&V protocols are in place; in some cases a report is generated (all based on the M&V plan submitted).

Note: It is not necessary for the post-installation M&V report to be submitted prior to acceptance of the project.  If one is required in the M&V plan, it should come in within 30-60 days after project completion.

Agreement on modifications/change orders.  Frequently during construction, there are changes that occur to the work scope.  Some are Government requested changes and some are Contractor generated.  It must first be determined whether the “change” is already within the scope of what the Contractor covered in their proposal.  Any changes to the DO amount, savings, payment schedule, etc. must be agreed upon and documented in a Modification to the DO.  The Modification should be ready by the time of final acceptance.

Note: Both the Government and the Contractor should track all changes made during DO implementation.  It is most feasible to do one modification to the DO for all changes made just prior to accepting the project.  It is important that the Contractor and government come to agreement quickly so that payments are not unduly delayed.  

Final contractor/government inspection.  One final walk-through should be conducted with the Government representative.  The ECMs should be fully operational, without bugs and all other items should have been provided by now.  The Acceptance Checklist is noted with dates for each item, and signed off by the TR and forwarded to the ACO.


Government Acceptance.    The ACO signs the checklist, writes a letter to the Contractor accepting the project, enclosing a copy of the checklist,  and stating that payments can begin.  One copy of the checklist is sent to DOE with a copy of the letter..

Note 1:    It is an agency decision as to when they feel the project can be accepted.  The process above outlines an approach consistent with the IDIQ contract with the project acceptance for all ECMs occurring at one point and invoicing starting after complete project acceptance.   At agency discretion, the ACO may accept a project even though minor punch list items or some services are not yet completed.   The acceptance letter would document the outstanding items with a due date for completion. 
Note 2: Partial acceptance(s) of a project may be warranted or desirable, which would allow for staggered invoices through the construction period.  For example, projects with one or two ECMs with very long construction periods and others having shorter construction periods, projects with different sites involved, or projects with exceptionally long construction periods (over 18 months) may benefit from partial payments in order to reduce interest expense.  Any alternative acceptance method must be documented and agreed to in the proposal and the awarded DO in Paragraph G.3 as it is a deviation from IDIQ language and affects the payment schedule, construction financing, and interest payments. 


Invoicing.   The Contractor may invoice starting with the month after receiving Government acceptance.   For instance, if a project is accepted on May 31, the first invoice period can be June 1-30 and the invoice is sent around June 30 for payment around July 30.  

Note: Agencies have sometimes agreed to provide payments on a quarterly or annual basis, rather than monthly.  This can reduce administration burden of making payments and may reduce the amount of interest paid.  Any arrangement other than monthly invoices must be agreed upon must be documented in Paragraph G.3.1 of the RFP/DO.

Attachments:
Inspection Checklist

Contract Language Paragraphs

DOE SUPER ESPC PROJECTS

ECM INSTALLATION and PROJECT ACCEPTANCE

CHECKLIST FOR GOVERNMENT ACCEPTANCE
Date:
_________
All ECMs have been installed

_________
All ECMS have been through inspection, start-up, testing, and interactive commissioning

_________
All discrepancies noted have been corrected

_________
Appropriate training on Operations and Maintenance was conducted for each ECM

_________
Operation and maintenance manuals and procedures have been provided

_________
Recommended spare parts lists have been provided

_________
As built drawing have been received

_________
Post-installation measurement and verification set-up completed  

_________
Utility rebate inspections and paperwork approved and submitted

_________
Manufacturer warranty and registration paperwork submitted

_________
All ECMs have performed properly for 30 days as of ________

_________
Government final inspection and acceptance is confirmed as of _________

Comments:

______________________    ________
   _______________________     ________

Government Technical Rep        Date
   Agency Contracting Officer         Date

Super ESPC Contract Clauses Pertaining to Acceptance and Payment:





E.4
Inspection and Acceptance of Installed ECM's  (sample RFP Language)

The Contractor shall arrange for the inspection of construction work and construction oversight to verify that the energy efficiency equipment and/or system modifications are properly supplied as designed and specified, and installed in accordance with the approved installation plan, all applicable codes and standards, the delivery order specifications and in a manner that will provide the intended long term function, energy savings, and performance of the equipment.  Reference the requirement for Building Commissioning in paragraph C.5.3.  Any monitoring and verification equipment and systems installed shall be consistent with requirements defined in the approved M&V plan.  All start-up and testing shall be conducted in the presence of the TR.  The ACO shall accept the project in writing within 10 days after the 30-day performance period has successfully passed and all other deliverables and services have been received. 

G.3
Start of Invoice Submittals (sample IDIQ Language without modification)

1.
The Contractor may submit single invoices for energy conservation measure (ECM) payments after the first full month at the end of the month for which the energy cost savings accrue, where all ECMs have been installed and successfully operational for a 30-day test period, unless otherwise specified in the delivery order.  The Contracting Officer's Representative will make the determination of whether the ECMs have been performed in a satisfactory manner for the 30 day period.  
SE language pertaining to acceptance and payment:

E.4 Inspection and Acceptance of Installed ECM’s (RFP Language):

No language included in the RFP.

G.3
START OF INVOICE SUBMITTALS  FOR DELIVERY ORDER PROJECTS
(a)
The contractor may submit invoices for ECM payments 30 days after all ECMs have been installed, and accepted, unless otherwise specified in the delivery order.  The Agency  COR for the specific delivery order shall make the determination of whether the project ECMs have performed in a satisfactory manner for the 30 day period.  

(b)
The contractor will receive monthly payments based on the annual fixed payment schedule, as established in each delivery order [column (b) of Schedule DO-Ib].  Any credits becoming due to the Government may be applied against the contractor's subsequent invoices, with appropriate information attached.

Central/Midwest language:
RFP sample:

G.3 - IDIQ language

G.3
START OF INVOICE SUBMITTALS FOR DELIVERY ORDER PROJECTS
(a)
The contractor may submit invoices for ECM payments 30 days after all ECMs have been installed, and accepted, unless otherwise specified in the delivery order.  The Agency  COR for the specific delivery order shall make the determination of whether the project ECMs have performed in a satisfactory manner for the 30 day period.  

(b)
The contractor will receive monthly payments based on the annual fixed payment schedule, as established in each delivery order [column (b) of Schedule DO-Ib].  Any credits becoming due to the Government may be applied against the contractor's subsequent invoices, with appropriate information attached.
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